TOGGLE SWITCH
MOMENTARY CONTACT

LIGHTING CONTROLLER COMPONENT SCHEDULE (2X)

TYPE SPDT 20 A, 120V
AC AND TOGGLE SWITCH

ITEM

SPECIFICATION OR EQUAL

20A, 120V, TYPE SPDT

1 MAIN CIRCUIT BREAKER

200 AMPERE, 2 POLE, 240 VOLT RATING

2 LAMPHOLDER CIRCUIT BREAKER

15 AMPERE, 1 POLE, 120 VOLT RATI

NG

MAIN BREAKER

3 CONTROL SWITCH CIRCUIT BREAER

15 AMPERE, 1 POLE, 120 VOLT RATI

NG

[-TWO POSITION

4 AUXILLARY RELAY

120 VOLT SPST 60 HZ COIL

tFONER) BREAKER
—————————— -

ADD WARNING NAME PLATE
FOR LIVE CIRCUIT EVEN WHEN
THE MAIN BREAKER IS OFF.

AUXILIARY CIRCUIT

®

TOGGLE SWITC

5

6 LAMPHOLDER AND OUTLET

120 VOLT SWITCHED LAMPHOLDER AND 15 AMP GFi

DUPLEX RECEPTACLE

7 REMOTE CONTROL SWITCH

200 AMPERE, 2 POLE, 240 VOLT RATING

8 BRANCH LINE CIRCUIT BREAKERS

CIRCUITS: 30 AMP, 1 POLE, 120 VOLT RATING

9 FOUR POINT TERMINAL BLOCK

600 VOLT

10 SERVICE CABLES

3- 600 VOLT (XLP-TYPE USE) NO. 3/0

11 LAMPHOLDER WIRE

2- 600 VOLT XLP NO. 10

12 CONTROL WIRE

2- 600 VOLT XLP NO. 10

13 BRANCH LINE CABLES

SEE PLANS FOR SIZE

*2/0)

14 PHOTOELECTRIC CONTROL WIRE

2- 600 VOLT XLP NO. 10

1/
AUXILIARY ® ®
CONTROL RELAY %_) )
(IF NECESSARY)
-
*2/0)
@

15 LIGHTING POLE WIRE

2- 600 VOLT THHN NO. 10 CABLES WITH POLE GROUND

AND FUSING

16

17 LIGHTING ARRESTOR

JOSLYN Z2-650-0 WITH MOUNTING BRACKET OR EQUAL

18 TIME CLOCK

SOLID STATE, ASTRONOMICAL BATTERY OPERATED
CARRYOVER, 120V, 10 AMPS PER POLE

CLIP ON HOUSE SIDE SHIELD DETAIL

BRACKET MOUNTED SURGE ARRESTOR
FOR 120/240V 3W SERVICE

NON-ASBESTOS INORGANIC
NON-CONDUCTING MATERIAL

19 MAN-AUTO-OFF CONTROL SWITCH

15 AMPERE, 3 POLE, 120 VOLT RATI

NG

iE’PHOTOCELLTC' BE BUTI'ON TYPE MOUNTED ABOVE DOOR IN ROOF FACING DOWN

\\—3—1/0 SERVICE ENTRANCE

CABLE FROM ELECTRIC
UTILITY METER BOX
120/240 VOLT, 1 $,3 WIRES,

(SIZE AND TYPE
SHOWN ON PLANS)

|
|
| 1/4" MINIMUM
YANENY 1
INENRNENRS |
I | I I ) MOUNTING PANEL
AB CDEF CABINET ENCLOSURE
— L
I< N
11
NEUTRAL BUS GROUND BUS I i
PHOTO CELL, 120V P |
L o o " _ |
R AWG.* 800V = 60 CYCLES
GROUND ROD GROUNDING
54X10’ LONG CONDUCTOR
#2 AWG

WIRING DIAGRAM

N.T.S.

/\v

(D) GONNECTOR Kif METHOD. 5 WITH
FUSE ROLBER AND INSULATING BOGTS~
PROVIDE SOLID (UG FOR NEUTRAL.

@ NO. 10 AWG. WRE, XLP/USE

(® CABLE SRUCE KT

A COMPRESSION TYPE COPPER SLEEVE

(PROPERLY SIZED)
B. SHRINK CAP
TRiM

o UL A?P%v‘o SEALANT EXPOSED
CAP

BEYOND SHRINK
@ No: & GROUND WIRE

@ 17 uMT Duct w2 #6 XLP AWD

1 B KLP GROUND
() GROUND LUG ONTO POLE
(@ GROUND ROD  5/8"x8’
(8) NO. 5 GARE GROUND WIRE

POLE HANDHOLE WIRING DIACRAM

NOTE: SECRET AIR VENT
ALL CONDUCTORS ¢ THE UNIT BUCT RUNS SHALL HAVE t% MAME FLATE. L 19" MIN
WOMBUALLY COLOR-CODED INSULATION THRQUGHOUT — l
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IQNH 0N € N £ . 0,
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5.3 NN M‘” =
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5 ST g = o et * coun o e et — o
Bl e = * { . 2 %
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o — H £ R FEET
CABINET ALUMINUM- =EREs i FEQ'D 2 HOLE STRAP EVERY 3 FEE »?l_ g
- ALLOY SHEET o CONGRETE H | CONDUIT TO FIBER ADAPTER g
0.125" TYPE GONCRETE _ : Els
~~~~~~~~~~~~~~~ ~, 5052-H32 . : 10-7" Gawy. conpurt — o
-~ e o M
/ N & ] 7 LINITS OF SATMENT B2 HOLE STRAR =
/ & i1l FOR RESTORATION
7 - i GROUND LINE ]
/ e . i &
/ 5-0" ¥ 77/’)33'7 WW} S
/ COUPLING
I’ L] 10" 19 T N
/ NO. 4 BARE COPPER GROLND %/ T 5 ¢ s e ELBOW
e o " u H 4" DIA. el Uit 10
Y WiRE (TY®. ~EACH L£G) 1 DIA— il . 4 Z; SaLy. conout .
2PV m 6-MIN. COORD. o A i . FONER CEWTER
CONDULT WITH CKT \ RIS %W}%W Ell O A AN NN AN
N REQUIREMENTS '] Wl JL BB v S 5 B AP N 3/4" x 10" COPPERWELD GROUND ROD,
ele Cj‘ 3 R COMPAGT W/FINE Clap, PIPE CLAMP AND JUMPER
o N AGGREGATE
{ o 5 WOTE:
T N0, 4 COPPER WARE TO LIGHTING - AD WELD - R N I
\ GROUND ROl o 217 NIN /86 CROUND KOD 2 SEE C.E, GO. BOOK OF iNFORMATION AND
CONTROLLER GROUND BUS /8" ——~—~%’ N 46 mare copreR g&nwnwagé &gﬁ m& supvw OF - ELECTRIC
GROUND GRID DETAIL (TYP) CONTROLLER CABINET DETAIL POLE INSTALLATION DETAIL C.E._CO. OVERHEAD CONNECTION POLE
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